
B34G SPD - Site
Preparation for
New Sterilizer

Prior to Work - Construct temporary
partitions w/ metal stud and 1/2" dry wall
and w/ poly membrane on SPD Process
side with access door to isolate
construction area from SPD Process Area
(Provide for negative air w/ current room
ceiling exhaust. Assure fire retardant poly
taped from ceiling to slab above.)

SPD Process Area

Panel RPEM-GB

Position wall to avoid
T-Stat & Light Switch

Provide Manometers between SPD and work areas - Visible
from windows/ door - Balance Air as required to maintain
Negative pressure in work areas.
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New
Sterilizer
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